Data Kiki Building: Floor: 3 Date 07/15/04
Collected Muse Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room Room Room Room Room| Room Room Room Room Room Room Room Room Room Room Room
3316 3539 3659 3603 3106 3838 3830 3830 3316 3539 3659 3603 3106 3838 3830 3830
Time 09:08 09:10 09:12 09:14 09:10 09:12 09:14 09:17 01:27  014:29 01:30 01:32 01:20 01:22 01:24 01:26
Temperature | 720 714 713 71.1 74.1]  745| 74.3 73.9 727 721|714 71.6 72.1 723 727 727
Relative 50.3 50.8 50.4 50.8 49.1 47.6 473 47.2 50.7 48.8 49.1 49.9 50.0 49.5 49.3 49.6
Humidity
Carbon 413 446 442 441 548 503 560 522 639 630 665 756 568 551 563 670
Dioxide
Carbon 1.3 1.3 0.9 1.2 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample | MEA-3-2-[ MEA-3-| MEA-3-| MEA-3-
# 01 2-02 2-03 104
Results in 82 12 47 35
CFU/m3
Notes
Data Kiki Building: Floor: 2 Date 07/15/04
Collected Muse Sampled:
By:
PERIOD 1
Sample Site Library | Library| Library Library Library | Library Library Library Library| Library| Library Library | Library Library Library Library
016-| Copier Room| CGS:512 East| Room| FrontDesk West 016-| Copier Room| CGS:512 East Room | Front desk West
525.83 | Rm3 | 2537 N| Corner| 2106 | Corner | 52583] Rm3| 2537 N| Corner | 2106 | [ Corner |
Time 09:25 09:28 09:31 09:34 09:27 09:29 09:32 09:35 01:44 01:41 01:38 01:36 01:30 01:33 01:365 01:40
Temperature | 72.0| 716| 72.1| 719| 734 739| 739 73.2| 720 72.1] 73.0] 727 714| 72.1| 723 | 72.1|
Relative 472 47.7 49.9 49.3 45.7 45.7 45.1 453 48.0 48.1 48.6 47.5 48.8 48.8 48.6 48.0
Humidity
Carbon 344 345 363 366 489 436 412 430 448 444 451 454 462 457 476 452
Dioxide
Carbon 1.2 1.1 1.1 1.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample | MEA-3-3-[ MEA-3-| MEA-3-| MEA-3-
# 01 3-02 3-03[3-04
Results in 118 35 106 59

CFU/m3
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